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FIBER ROUTE

1.- PROVIDE PENDANT SPEAKER ABOVE CEILING.

2.- PUSHBUTTON DOOR RELEASE FOR THIS DOOR.

3.- THIS ROOM TO BE TREATED AS A "TECHNOLOGY CLOSET" AS DEFINED BY THE

SPECIFICATIONS.  PROVIDE EQUIPMENT RACK/CABINET, SWITCHES. PATCH
PANELS, WIRE MANAGEMENT, ETC. AS DEFINED IN THE SPECIFICATIONS.  RUN

62.5/125 TWELVE STRAND MULTIMODE FIBER OPTIC CABLE FROM ROOM 1C-152
TO NEW TR.

4.- FIRE ALARM PANEL.  TIE INTO EXISTING FIRE ALARM SYSTEM IN ROOM 1C-149.
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